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MAINTENANCE PARTS

Qty Part # Qty Additional Info:
2 51971 0il Filter 2 31HDP30 Battery
2 33120 & 33118 Fuel Filter Air Filter
10 Gal 15w-30 il Spark Plugs
Coolant Filter CCV Element
Belts

Additional Info:

Mark Every Item Either YES(Y) NO (N) or NOT APPLICABLE (NA)

|PRE-START GENERATOR & ENGINE CHECKS - |GENERATOR & ENGINE MAINTENANCE
General Appearance: Good

Y N NA Y N NA
] [ oil Level & condition Checked L O o Changed
O 0O Battery Specific Gravity Checked L1 OO oieitter Changed
] [] Fuel Level Checked ] ] Primary Fuel Filter Changed
1 [ Fuer System Checked L O Secondary Fuel Filter Changed
(] [] cooling System Checked L1 O Coolant Filter Changed
D Block Heater Checked D |:| Air Filter Changed
(] [ selts checked
El I uoseschocksd
L1 [ anti-Freeze checked
L1 L1 tegmcnsyssen chacked
L] [ exhaust system Checked
L] [ Carburetor Checked
O O slip Rings Checked
OO O Brushes Checked
D D Generator Connections Checked
LINE TRANSFER SWITCH MAINTENANCE TEST RUN GENERATOR
Condition of Interior: Good Voltage: 277/480 Volts
Exerciser Set, Time & Day: Tuesday 5am Current: 609 amps
Terminals & Connections: 2771480 Frequency: 60 H:
Unusual Sounds: 5 0il Pressure: 55 psig
Switch Indicator Lamps: Yoo Coolant Temperature: 188 ¢
Doors Securely Close: Yoo ©  |Charging System: Good
Test Transfer Switch, If able: N/A Check Gauges & Meters: Good

KOHLER@ AN AUTHORIZED EMERGENCY GENERATOR

IN POWER. SINCE 1920, DEALER & SERVICE CENTER

-

% :
PORTABLE CONTRACTOR SETS - INDUSTRIAL - COMMERCIAL - RESIDENTIAL



CROWDER JR. COMPANY JOB NUMBER:
2184 Industrial Drive

Bethlehem, PA 18017-2154

Phone: (610) 866-8081

Fax: (610) 866-6358

Website: www.crowderir.com MEMBER

GENERATOR INSPECTION REPORT C=ASA )

The Elecho.Mechanical Authority
CUSTOMER INFORMATION

| Customer Contact Information Customer_Jobsite Location:

Contact Name BRYON ROHRBACH Ship To Name B BRAUN 4EG1g

Contact Email Ship To Address #1 901MARCON BLVD.

Contact Cell #  (484) 894-3134 Ship To Address #2

Contact Office # Ship To City, State, Zip ALLENTOWN PA 18109

CUSTOMER P.0. #: SPECIAL INSTRUCTIONS PER CUSTOMER REQUEST -

P.O. Release #:

PERFORM MAINTENANCE
Emergency: [_] YES NO

Overtime Authorized: [ ] ves NO
Date Job Assigned 08/15/2018
Generator Location: Inside [ ] Outside

LEAD TECHNICIAN'S REPORT OF WORK
Generator Clock Hours: 353.9

Performed Annual Preventative Maintenance on Generator and Automatic Transfer Switch.

filter. Installed new oil filter and refilled unit with clean oil. Replaced primary and secondary fuel filters. Added 1/2 gal
of coolant.

Inspected general condition of generator and ATS systems to include:

Coolant system, Exhaust System, Diesel supply lines, Wiring/connections, Control penal/instrumentation, Battery, DC
charging system, ATS switching mechanisms

Followed up service with a 30 minute unloaded test run to ensure generator function and check for leaks. No leaks
found and unit return to AUTO after test was complete. Fuel level at 95%

Pre-Checked Unit Before performing maintenance with no issues found. Drained used oil from unit and removed old oil

JOB COMPLETED? : Yes If not, explain reason:
TECHNICIAN: Brandon Muth DATE; 08/15/2018
D Material to be ordered D Parts to be researched on site or at our shop

PLEASE NOTE: LABOR CHARGES ARE FROM PORTAL TO PORTAL

Printed Name & Tite BRYON ROHRBACH

sgnatwe_ >Ry (M PM Date of Service_08/15/2018

GENERATOR
Manufacturer: Kohler Model: 400REQZDD Size: 405 xw
RPM: 1800 Serial No.: 2207401 Voltage: 277/480 voits
Phase: 3 Spec: GM41981-GA1 Current: 609  amps
Type of Fuel Diesel Frequency: 60

__LINE TRANSFER A

Manufacturer: Kohler Model: KCS-DMWA-0230S Serial No.: K2202077 Spec:
ENGINE

Manufacturer: Detroit Diesel Model: Series 60 14.0L-Tier3  serial No.: 06R1004590 spec:

Battery Voltage: 24 volts Blockheater: GM20134




